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TEMPLATE

(F)25-M Mortise Device
Mortise Panic and Fire Exit Devices, Wood Door, LHR Shown, RHR Opposite

W-1210-a

CL

CL

2" (51 mm)
Half of Door
Thickness Depth

40¹⁄₄" (1022 mm)
From Finished
Floor to Device  CL

2³⁄₄"
(70 mm)

2³⁄₄" (70 mm) Backset
From CL  of Door

⁵⁄₁₆" (8 mm)
to Mortise
Lockfront CL

DEVICE

1³⁄₄" (44 mm)

VERTICAL

3⁷⁄₈"
(98 mm)

7³⁄₄"
(197 mm)

⁷⁄₈" (22 mm)

For device with thrubolting trim, refer to trim template.•	

For exit only device or device with non-thrubolting trim, •	
drill Z\,"  (3 mm)  diameter hole x 1" (25 mm) deep, or refer 
to Template W-4014 for sexbolt preparation (4 holes). 
Fire rated devices require sexbolts.•	

For sexbolt preparation, refer to Template W-4014.•	

For outside trim, see trim template for door preparation.•	

For doors with existing Mortise Lock preparation, the Device C•	 L is B\zn" (8mm) above the lockfront CL

See Template W-4012 for mortise lock preparation.•	


