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For F-19-R only:
Metal Door – Drill and tap
for #10-24 screw
Wood Door – ³⁄₈" Through
(2 holes)

CL

Trim side of door Device side of door

For backset, refer to device template

CLVertical Vertical

Corresponds to Ref 
on Device Template

CL

3¹⁄₂"
(89 mm)

1³⁄₈" (35 mm)
Dia. Thru

Omit for 920DT

⁹⁄₃₂" (7 mm)
(2 holes)

⁷⁄₁₆" (11 mm)
Metal Door – Trim

side only
Wood Door – Through

¹⁄₄" (6 mm)

³⁄₈" (10 mm)
Metal Door - This side only
Wood Door - Through

1³⁄₄"
(44 mm)

¹⁄₄" (6 mm)

¹⁄₄" (6 mm)

2¹⁄₈"
(54 mm)

For Height 
From Finished
Floor, Refer to
Device Template

LHR Shown
RHR Opposite

1. Prepare inside face of door for device.

 A. See device directions for locations of vertical
  and device ref. centerlines.

2. Prepare outside face of door for trim.

 A. Transfer vertical and device centerlines
  from inside face to outside face of door.
  Be sure vertical centerline is parallel
  to edge of door.

 B. Locate and prepare all holes as indicated.

3. Install trim on door.

Wood Door Only-
Route 9/16” x
1/16” Deep (2 holes)

For (F)19 Series Devices

920DT, 920NL
Installation Instructions
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